MAXIMUM LOAD IN AMP. ON TRANSFORMERS OF DIFFERENT 400/220/132 KV SUBSTATION'S UNDER THE JURISDICTION OF 0&M, GARUWAL ZONE, PTCUL FOR THE MONTH OF

AUGUST 2023
5L, No. Nume of &5 | Name of T/F & Yuluage Apr-23 | May-23 | Jun-23 ] Jul-23 | Aug-23| Sep-23 | Qct-23 l Nov-23 | Dee-23 | Jun-24 | Feb-24 Mnr—z_ﬂ
J | 300 KV 873 Hishikesh 1CT-1{240 MVA) 131 139 103 145 | 131 T
I R ICT-1{ 315 MVA) 183 193 142 | 202 | 186
2 220 KV S/5 Rishkesh 180 MVA 220KV T/F-I 272 320 346 359 363
160 MVA 220KV TIF-H 264 3l 335 351 353
4OMVA 132KV TIF-1 46l Si4 660 575 539
40MVA 132KV T/F-II 461 580 (51 576 535
132 KV §/S IDPL Rishikesh 42,56 MVA 132/33 KV T/F 30 3l 32,9 | 362 | 324
4 132 KV §/S Laltappad 40MVA 132KV T/F-I 66 79 89 85 79
40MVA 132KV T/F-lI 66 79 89 85 79
5 220 KV S/S SIDCUL, 160MVA T/F No.-1 249 289 282 | 300 | 299
HARIDWAR 160MVA T/F No.-2 248 288 284 | 299 | 3uz
BOMVA T/ No-] 13233KY | 288 309 197 | 318 | 317
50 MVA T/F Ne-2 13233KV | 200 315 330 | 326 | 323
75 MVA TIE 53 57 [3] 63 [
S0 MVA TIF 84 86 il H 128
6 132 KV S/S JIWALAPUR 140 MVA T/F No.-1 132/33KV 137 161 174 | 135 | 135
40 MVA T/F No.-2 132/33KY 104 144 170 |56 | 165
40 MVA T/F No.-3 132/33KV | 101 — 168 150 | 159
7 132 KV S/S BHUPATWALA .
40 MVA T/F No.-1 132/33KV | 105 145 169 | 139 | 164
40 MVA T/F No.-2 132/33KV | 105 145 169 | 159 | 164
E 132KV 8/S KOTDWAR 40 MVA T/F No.-1 132/33KV 96 100 133 90 109
40 MVA T/F No.-2 132/33KVY 96 96 11 87 106
40 MVA T/E No.-3 132/33KV 101 106 140 94 85
9 132 KV $/S PADARTHA A MVATIT 132033KY 51 £8 #R 52 56
40 MVA T/F 132/33KV 52 60 65 54 58
10 220 KV S/S Roorkee (1) 16OMVAZ20/1 32KV TIF-| 207 324 328 | 3ll | 320
{ii) 160 MVA 220/132KV TIF-1I 294 309 326 | 267 | 318
(i) §0 MVA 220/33 KV TiF-I 102 113 128 | 121 115
(1)) 50 MVA Z20/33 KV TIR-I| 112 113 128 | 121 | 115
11 220 KV 8/ Pirankaliyar {1) 50 MVA 220/33 KV TiF-1 82 [T 94 au 0
(i) 50 MVA 220493 KV TiF-(| 82 30 Wi 90 80
{iii) 160 MVA 220/132 KV TIF-) 107 147 13¢ [ 128 [ 139
{iv) 100 MVA 2200132 KV T/F-IL 107 147 134 128 139
12 132 KV S/S Roorkee 40 MVA132/33 KV TIF-1 129 |48 148 | 142 | 133
A0 MVA 132/33 KV T/F-II 135 155 175 154 146
20 MVA 132733 KV TiE-2 73 82 82 78 74
20 MVA 132733 KV TIF| 52 51 48 45 | se
FOMVA 1 3UEERY TIF-|| 417 86 42 40 ks
20 MVA 132/66 KV T/F-IMt pyse ] S8 82 85 36
13 132 KV $/8 Munglore A0MVA 132433 KV TIF-] 151 181 170 171 162
SOMVA 132733 KV TIF-I 151 181 170 171 162
14 132 KV S/S Bhagwanpur 40 dva 132/33 KV T/F -| 145 0 = — 5
A0 MVA 132433 KV TiF -Il 147 165 160 148 150
At MAVA 132/33 Ky TIF il 131 154 160 | 147 | 148
15 132 KV $/8 Luksar A0 MVA AIEE WY TIE-| 130 138 161 131 | 140
40 MVA 132133 1V T -l 130 138 161 13l 140
A0 MVA 132033 KV TIE -l 130 135 161 131 140
16 132 KV S/S Chudiyala 40 MVA 132133 Y TIF -1 102 114 127 98 102
A0 MVA 132033 BV TIF-I1 106 112 122 102 | 1v4
17 66 KV S/S Thithki 15 MWA 13233 KV TIF- 124 119 124 115 112
15 MVA 132433 KV TIF-2 97 98 1 | 120 | 112
| 220 KV S/S Jhajhra 160 MVA TiF-1 284 151 375 | 325 | 297
L66 MVA TIF-1L 248 309 282 286 261
KU MVA 1/E-1 218 203 Lbb 322 298
50 MVA T/E-1L 194 | 264 247 | 257 | 223
19 220 KV GIS S/S 1IP T35 KV 50 MVA T/fr-1 62 i 74 19 76
220/33 KV 50 MVA T/fr-Il 62 66 74 79 75
20 132 KV §/8 Majra 40 MVA 132/33 KV T/F-| 170 141 144 146, | 131
40 MVA 132/33 KV T/F-li 129 151 158 156 14l
40 MVA 132/33 KV T/F-llI 117 135 140 140 127
21 132 KV §/8 Bindal 40 MVA 132/33 KV TiF-l %4 86 140 122 106
40 MVA 132/33 KV T/F-1l 91 86 138 | 122 | 106
40 MVA 132/33 KV T/F-llI 92 86 141 122 108
22 132 KV $/S Purkul 40 MVA 132/33KV T/F-I 147 44 112 |02 136
40 MVA 132/33KV TiF-11 w7 102 114 11 123
) 20 MVA 132/34KV T/F 71 48 54 48 64
23 400 KV S/S Srinagar 1560 MVA 220KV TiF-| 166 169 200 156 170
160 MVA 220KV TIE-II NA NA | NA | NA | 173
315 MVA TIF-i 7 72 §7 115 5
315 MVA T/F-lI 76 72 87 77 94
24 220KV §/8 Churmnba 25 MVA 220733 IV TIC-11 a9 237 304 77 216
L 50 MVA 220/33 KV _1/F-l 57 48.2 432 | 548 48
25 132KV 8/8 Stiuugut 3n5 MVA 132060 1V TIC-11 13 1% 28 55 28
20 MVA 132100 )W 111 ] iR} E) 37 | 30 =
40 MVA 13233 KV TIF 112 162 jlo | 102 | 156
20 MVA 132/33 KV T/F 59 60 56 52 60
26 132KV $/$  Satpuli 20 MVA TIE-1 59 [ [ 49 45
40 MVA T/F-II 20 23 52 29 46
27 132KV S/S  Simli 20 MVA TIF-1 34 24 31 2 27
20 MVA T/F-Ii 73 68 | 58 49 32
|28 66 KV S5 Kuranprayas 7.5 MVA, B6/33 KV TIF 19 - — — 24
5 MVA, BBI33 KV TIF 37 — B3 44
29 66 KV 5/S Joshimath 15 MVA, 66/33 KV T/F 70 63 S0 55
30 | 66KV S/S Kothivalsain 7.5 MVA, 66/33 KV T/F 64 60 55 51




