MAXIMUM LOAD IN MVA ON TRANSFORMER OF DIFFERENT 400/220/132KV S/s UNDER THE

JURIDICTION OF O&M, KUMAON ZONE, PTCUL FOR THE MONTH OF 01/2023

:'o Name of S/S |Name of T/F & Voltage  |Apr 22|May 22|Jun 22| Jul 22 Az“zg Sep 22|0ct 22 Nz‘;" Dec 22[Jan 23 F;; Mar 23

315MVA 400/220KV T/F-I | 277 | 253 | 261 | 250 | 250.0| 244 | 220 | 210 | 198 | 215

4 [400KV Sis  [315MVA 400/220KV T/F-Il_| 277 | 263 | 261 | 250 |2500] 244 | 220 | 210 | 198 | 215
Kashipur 160MVA 220/132KV T/F-| 10 116 | 125 | 120 | 1200 119 | 124 | 96 | 100 | 108
160MVA 220/132KV T/F-Il | 105 | 116 | 125 | 120 |[1200] 119 | 124 | 96 | 100 | 108

100MVA 220/132KV T/F-I | 41.53 | 48.39 | 67.44 | 51.44| 51.1 | 51.05 | 4153 40.39 | 54.86 | 46.1

) :nzaoh?::rirag 100MVA 220/132KV T/F-Il | 4153 | 4839 | 6744 | 51.44| 511 | 51.05 | 41.53 | 40.39 | 54.86 | 46.1
anj 8OMVA 132/33KV T/F-| 24 | 4115 | 30.4 | 30.17] 293 | 28.8 | 24.69| 23.54 | 2423 | 27.66
8OMVA 132/33KV T/F-Il 24 | 2949 | 304 |30.17| 293 | 28.8 | 2469 23.54 | 2423 27.66

132KV s/ |AOMVA 132/33KV T/F-I 32 31 34 35 | 320 38 28 27 | 29.04| 34
3 Jaspur 40MVA 132/33KV T/F-I| 32 33 34 35 | 320 32 28 27 29 | 33.89
40MVA 132/33KV T/F-IIl 14 16 18 15 | 170 36 26 9 30 33

139KV sjes | AOMVA 132/33KV T/F-| 298 | 307 | 31.4 [ 3140 307 | 208 | 209 | 214 | 218 | 236

4 Kashipur A0MVA 132/33KV T/F-II 22 | 284 | 309 | 3250 316 ] 30 | 248 | 186 | 223 | 27.3
40MVA 132/33KV T/F-Iil 22 | 284 | 309 [ 3250 316 30 | 248 | 186 | 223 | 273

5 |132KVSIs  |40MVA 132/33KV T/F 293 | 304 | 357 | 36.80| 332 | 309 | 243 | 231 | 259 | 286
Bazpur 80MVA 132/33KV T/F 588 | 622 | 72.8 | 7140| 677 | 625 | 686 | 474 | 531 | 57.7

6 132KV SIs  [40MVA 132/33KV T/F 288 | 284 | 398 | 3570 346 | 341 | 279 | 229 | 26.4 | 291
Ramnagar  [20MVA 132/33KV T/F 178 | 183 | 185 | 18.10| 162 | 153 | 142 | 192 | 16 | 176
160MVA 220/132KV T/F-| | 107.5] 1065 | 116 | 116.0| 1126| 102.4 | 1245 | 88.35] 135 | 90

160MVA 220/132KV T/F-l | 107.5] 1065 | 116 | 116.0| 1126 | 102.4 [ 1245] 88.35| 105 | 90

7 |220KVSis  [BOMVA 132/33KV T/F-| 54.06 | 61.13 | 635 | 635 | 65.2 | 59.46 | 645 | 54.93| 55 52
Pantnagar  |30MVA 132/33KV T/F-II 6443|6113 | 63 | 630 | 652 | 59.46 | 645 | 54.93| 55 52
50MVA 220/33KV T/F-I 3577 305 | 323 | 323 | 332 | 3175 31 [3188] 28 27

50MVA 220/33KV T/F-II 2934 | 305 | 323 | 323 [ 332 [ 3175 31 [3188]| 28 27

132KV sfs |4OMVA 132/33KV T/F-) 29 33 34 | 300|360 27 26 15 21 21

8| ru drapur [4OMVA 132/33KV T/F-I 29 33 34 [ 300 360] 27 26 15 21 21

20MVA 132/33KV T/F 10 10 11 [ 100 ] 95 9 8 7 8 8
132KV /e OMVA 132/33KV T/F-| 32.54 | 32.96 | 32.04| 32.2 | 328 | 30.79 | 29.91 | 26.81 | 27.93 | 30.35
9 Kichha  [4OMVA 132/33KV T/F-lI 27.91| 32,96 | 32.04 | 322 | 32.8 | 30.79 [ 29.91 | 26.81 | 27.93 | 38.58
40MVA 132/33KV T/F-IIl 3401 28.14 | 3013 ] 300 | 276 | 266 | 2427 1707 22.33] 34.22
10| 220KV'Sis |SOMVA 220/33KV T/F-| 16.57 | 163 | 19.09| 198 | 209 [ 18.83 | 14.31 [ 11.33 | 1467 | 17.02
Jafarpur  [50MVA 220/33KV T/F-It 17.02 | 16.48 [ 2036 | 20.3 | 20.5 | 19.46 [ 14.31 [ 11.42| 14.13| 17 56
11[132KV SIs |40MVA 132/33KV T/F-| 1946 | 2469 | 2657 | 25.26 | 253 | 2386 | 17 | 1527 20.92| 20.1
Sitraganj 40MVA 132/33KV T/F-Il 19.46 | 2469 | 2657 | 25.26 | 25.3 | 2386 | 17 | 1527|2092 | 20.1
132KV SIs  |40MVA 132/33KV T/F-I 2288 23.94 | 242 | 2500]| 233 [ 2298 21 | 1659 19.8 | 22.12
12 §;ﬂi‘j§, 4OMVA 132/33KV T/E-II 2288 23.94 | 242 | 25.00| 233 | 2296 | 21 |1659| 19.8 | 22.12
100MVA 220/132KV T/F-1 | 44.12| 63.88 | 58.8 | 62.37| 47.4 | 41.81 [ 66,48 58.4 | 72.93 | 54.91
220KV sjs  [1OOMVA 2201132KV T/FNl [ 4412 | 63.88 | 69.47 | 62.37 | 47.4 | 58.96 | 66.48 | 522 | 60.35 | 54.91
13 dwani 40MVA 132/33KV T/F-| 2244 29.01 | 3052 | 23.83| 27.0 | 23.75 [ 23.03[ 17.99| 283 | 28.79
40MVA 132/33KV T/F-Il 25.96 | 25.96 | 27.24 | 27.02| 223 | 21.76 | 18.02| 22.09| 26.23 | 26.99
40MVA 132/33KV T/F-Hil 2244 | 2595 | 3052 | 23.83| 27.0 | 23.75 [ 23.03 | 17.99| 28.3 | 28.79
14|132KV SIs  |4OMVA 132/33KV T/F-i 27.98 | 30.43 | 32.37 [ 31.18 | 26.9 | 25.31 | 22.57 | 22.07 | 21.73 | 20.71
Haldwani 40MVA 132/33KV T/F-II 3015 | 32.54 | 34.14 | 33.12| 286 | 27.06 | 22.51 | 22.97| 27.18 | 35.66
132KV s |2OMVA 132133 T/F-| 114 | 105 | 105 | 11.9 | 85 | 1257 [ 1351 | 15.07 | 1551 | 16.4
15| arowal 3xSMVA 132/33KV T/F-Ii 9.6 9.8 98 [11.41] 126 | 866 | 9.83 | 9.83 | 10.64 | 10.94
20MVA 132/33 T/F-lII 3 - - - 16.1 | 12.57 | 13.51 [ 15.07 | 1551 | 16.4
16| 132KV'Sis [20MVA 132/33KV T/F-I 1257 1417 | 12 |16.23] 128 | 1326 | 14.17| 1555 16 | 17.38
Almora  [20MVA 132/33KV T/F-Ill 1257 1372 12 [1623| 128 | 1326 | 1447| 16 | 1646 17.83
3x5MVA 132/33KV T/F-| 8.23 8 7 | 823 89 | 892 | 96 [1006] 112 | 12.35
47[132KV Sis  [3x5MVA 132/33KV T/F-I 8.23 8 7 | 823] 89 | 892 | 96 |1006] 11.2 | 12.35
Pithoragarh |[20MVA 132/33KV T/F-| 1349 | 1623 | 10 |1395| 142 | 13.26 | 16.69| 16 | 18.98 | 19.43
20MVA 132/33KV T/F-1| 1349 1555 | 10 | 1395 142 | 13.26 | 1669| 16 | 18.98 | 19.43

132KV sle  1SMVA 132/33KV T/F-| 572 | 617 5 | 640 | 66 | 983 | 663 | 64 | 1303 8

18 | panikhet 15MVA 132/33KV T/F-1I 6.4 | 617 7 | 640 | 66 | 937 | 6.63 [ 11.43| 1303 8
20MVA 132/33KV T/F 9.14 [ 1189 | 105 | 9.83 | 10.8 | 11.43[12.12]13.49]| 13.49| 14.4

49[132KV Sis [3x7MVA 132/33KV T/F-| 1 297 | 76 | 937 | 94 [ 1006|937 [ 777 | 4 | 457
Bageshwar |3x7MVA 132/33KV T/F-Il 11 297 | 76 | 937 | 94 [1006] 937 | 777 | 4 | 457
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