MAXIMUM LOAD IN MVA ON TRANSFORMER OF DIFFERENT 400/220/132KV S/s UNDER THE

JURIDICTION OF O&M, KUMAON ZONE, PTCUL FOR THE MONTH OF 11/2023

5. |Name of sis [Name of TIF & Voltage _|Apr 23| May 23|Jun 23| Jui 23 #49 |sep 23[oct 23| Poc van 2af 77 |mar 24
S15MVA 400/220KV T/F-1 | 163 | 260 | 222 | 251 | 242 | 246 | 246 | 199
315MVA 400/220KV T/F-Il | 163 | 260 | 222 | 251 | 242 | 246 | 245 | 199
1 12‘;:?;5’:5 160MVA 220/132KVT/F | 90 | 101 | 106 | 90 | 83 [ 8 | 80 | 81
160MVA 2201132KV T/F-1 | 90 | 101 | 106 | 90 | 83 | 86 | 80 | 8
T60MVA 220/132KV T/F-Il | 90 | 101 | 106 | o0 | 83 | 86 | 80 | 8
TOOMVA 220/132KV T/F-1 | 55.63 | 56.01 | 61.34 | 53.72| 43.4 | 43.82 | 38.86 | 38.86
, [PV Sre  [1oomvA 22015ky T/En 6563 ] 5601 | 613415072 434 | 4367 38.86 | 38.86
gani BOMVA 132/33KV T/ | 26.97 | 26.97 | 29.72 | 43.89 | 28.8 | 29.03 | 26.06 | 24.69
SOMVA 132/33KV T/l | 26.97 | 26.97 | 29.72| 43.89| 288 | 29.03 | 26.06 | 24.69
Z0MVA 132/33KV T/F-| % | 34 | 36 | 35 | 37 | 35 | 28 | 28
3 1‘32'“'3’5 20MVA 132/33KV T/F-lI 33 | 34 | 36 | 35 | 34 | 35 | 25 | 28
aspur A 13233k Tl | 12 | 16 | 19 | 36 | 38 | 13 | 11 [ 27
20MVA 132/33KV T/F-| 23.9 | 309 | 332 |30.70| 307 | 322 | 26.1 | 248
4 :(:";ﬁ;i’f 20MVA 132/33KV T/F-lI 23 | 32 | 318 |27.00] 28 | 257 | 248 | 207
' 20MVA 132/33KV T/F-Il 23 | 32 | 318 | 27.00) 28 | 257 | 248 [ 207
5 [132KVSis [40MVA 132/33KV TIF 291 | 325 | 362 |31.40| 284 | 30.9 | 256 | 236
Bazpur BOMVA 132/33KV T/F 675 | 689 | 737 |6430| 574 | 62 | 515 | 465
5 [132KVSis [40MVA 132/33KV TIF 243 | 368 | 407 |33.20] 316 | 336 | 29.7 | 249
Ramnagar  [20MVA 132/33KV T/F 156 | 188 | 19 |1650] 153 | 153 | 14 | 98
T60MVA 220/132KV T/ | 103 | 108 | 115 | 920 [ 980 | g2 | &7 | 76
T60MVA 220/132KV T/l | 103 | 129 | 115 | 920 | 980 | 92 | 87 | 76
, [220KV Sis  [BOMVA 132/33KV T/F-| 52 | 53 | 55 | 530 | 550 59 | 58 | 53
Pantnagar  [8OMVA 132/33KV T/F-I 52 | 53 | 55 | 530 550 | 59 | 58 | 532
50MVA 220/33KV T/F-| 25 | 28 | 40 | 310 320| 31 | 30 | 28
50MVA 220/33KV T/F-II 29 | 28 | 31 | 310320 31 | 30 | 28
132Ky 50 |AOMVA 132/35KVT/F| | 2683 29,825 20.83 | 300 | 39.8 | 31.037| 28.59 | 26.63
g | 152V S aomva 13233V T/F-I__| 2683 [20.825] 2083 300 | 398 | 31 28.59 | 26.63
JOMVA 132/33KV T/F-Il | 185 | 22.98 | 22.98 | 230 | 27.9 [27.618] 2158 23
o | 220KV'Sis [5OMVA 220133V TIF- B | 18 | 20 | 190 | 186 | 18.7 | 17.47] 11.33
Jafarpur  [50MVA 220/33KV T/F-li 6 | 15 | 21 | 200 | 189 | 19.3 | 17.56 | 11.56
132Ky Sja |IOMVA 13233KV TP 23 | 30 | 29 | 320 290 | 28 | 22 | 13
10| pidrapur [{OMVA 132/33KV TIF- 23 | 30 | 29 | 320 200 ] 28 | 22 | 13
20MVA 132/33KV T/F g 9 | 10 | 90| 90| 9 9 6
1 [132VSis [aomvAtazsaV TR [2237] 20 | 25 2349 219 | 23.56 | 23.76 | 13.45
Sitraganj  |4OMVA 132/33KV T/F-l | 2237 | 20 | 25 | 23.49] 219 | 2356 | 2376 1345
132KV S/s 40MVA 132/33KV T/F-1 1429 | 146 | 1519|1386 14.4 | 1464 | 10.72| 11.66
12|ELDECO  [70MVA 132/33KV T/Fl | 14.29| 14.6 | 15.19 | 13.86| 14.4 | 14.64 | 10.72 | 1166
Sitraganj  [40MVA 132/33KV T/F-Il | 14.29 | 146 | 16519 | 13.86 | 14.41] 1464 | 1072 11.66
T00MVA 220/132KV T/F-| | 46.43 | 67.08 | 59.51 | 43.27| 55.2 | 4453 | 465 | 6026
s20Ky Sfa | IOOMVA 220/132KV TIF-Il | 46.43 57.08 | 64.05 | 43.27 | 58.3 | 44.53 | 46.5 | 60.26
13| 2200V >°  [somvatszsskvTF1 [ 1864 ] 20.08 | 3239 27.68| 294 33.99 | 25.24 | 2153
40MVA 132/33KY T/F-Il | 19.79 | 24.22 | 26.8 | 27.23| 28.5 | 33.99 [ 2657 | 2197
AOMVA 132/33KV T/E-WI | 18.64 | 20.98 | 32.30 | 27.68 | 294 | 33.51 | 25.12 | 2153
14|32V SIs  [doMvATs/saKkv TIF) 26961 286 | 30 ] 3086 279 | 26.57 | 25.94 | 23.68
Haldwani  |40MVA 132/33KV T/F-l | 27.28 | 30.82 | 3212 | 235 | 21.2 | 28.38 | 29.26 | 25.25
kv s | OMVA132/33 T/ 122 | 1202 | 1316 | 10.36| 68 | 10.83 | 125 | 1441
15| 5 BMVA 132/33KV T/F-l | 852 | 8.09 | 724 | 675 | 75 | 621 | 7.7 | 7.66
20MVA 132/33 T/F-Hi 14.05| 12.01 | 13.16 | 10.36 | 10.4 | 106 | 125 [ 14.19
o] 132KV Sis [20MVA132033KV TE [ 15.78 | 1052 | 10.75 [ 1372 137 | 112 | 12 | 1509
Aimora  |20MVA 132/33KV T/F-Hl | 16.23 | 10.75 | 10.75 | 13.95] 13.7 | 112 | 12 [1532
SxGMVA 132/33KV T/F-| | 1029] 846 | 8 | 8.69 | 12.4 | 7.77 | 869 | 9.83
[132Kvsis  [3emvATsasskv T [1029] 846 | 8 [ 869 ] 124 7.77 | 869 | 983
Pithoragarh |20MVA 132/33KV T/F-l 17.15| 16.23 | 13.72 | 12.57| 146 | 13.72 | 1669 | 18.75
SOMVA 132/33KV T/l | 1715 16.23 | 13.72 | 12.57 | 14.6 | 13.72 | 16.69] 18.75
132KV Sls  HSMVA 132/33KV T/F 914 | 892 | 823 | 823 | 82 | 846 | 869 | 892
18|1S2KH S [15MvA 132133V /Pl | o.14 | 892 [ 823 | 826 [ 8.2 | 846 | 869 | 652
20MVA 132/33KV T/F 112 | 1212 | 1097 | 1052 | 11.9 | 10.97 | 11.43|12.12
1| T97KVSIs  [B7MVA T32053KV /1| 617 | 686 | 617 [1075]1075] 983 | 64 56

Bageshwar |3x7MVA 132/33KV T/F-Il__| 617 | 686 | 617 | 10.75] 1075| 9.83 | 64 | 56 )
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