‘ MONTHLY TRIPPING STATEMENT OF TRANSFORMERS FOR THE MONTH OF 05/2023

S. bivision Name of

132Kv o&m|Kashipur

Name of Feeder/ Apr | May | Jun | Jul | Aug | Sep | Oct | Nov | Dec | Jan | Feb | mar [Total
NolName _ |Sybstation  |Transformer 23 | 23 | 23 | 23 | 23 | 23 | 23 | 23 | 23 | 24 | 24 | 24 [Tripping
315MVA 400/220KV T/F-|
400KV 08M 315MVA 400/220KV T/F-1i
1 |Division, &:‘;’;Y 315 160MVA 220/132KV T/F-|
Kashipur P 160MVA 220/132KV T/F-))
160MVA 220/132KV T/Fll
T00MVA 220/132KV T/F-]
220KV Sis
220KV O&M|Mahuakherag ;ggmﬁ ;gg;g“;; =
2| osion, |an BOMVA 132/33KV T/
agani  |132Kv Ste  |AOMVA 132/33KV T/F
9an) asonr A0MVA 132/33KV T/E-I
P 40MVA 132/33KV T/EII
132KV Sls | AOMVA 132/33KV TIF-

40MVA 132/33KV TIF-1I

40MVA 132/33KV T/F-llI

3 |Division, 132KV Sis

40MVA 132/33KV TIF

oo 0
ol o 0
0] 0 0 |
0] 0 0
0| 0 0
0| 0 0
0| o 0
0| 0 0
0|0 0
0|0 0
0] 0 0
0|0 0
00 0
0|0 0
0] o0 0
0| 0 0
Kashipur |Ramnagar  [20MVA 132/33KV T/F 0o 0
132KVS/s  [BOMVA 132/33KV T/F 110 1
Bazpur 40MVA 132/33KV TIF 2|0 2
160MVA 220/132KVT/F | 0 | 0 0
160MVA 220/132KV T/F-IT | 0 | 1 1
220KV Sis  [BOMVA 132/33KV T/F-I o]0 0
Pantnagar  [30MVA 132/33KV T/F-II 0l o 0
S0MVA 220/33KV T/E-| 0| o Y
S0MVA 220/33KV T/F-1) 0| o 0
4 ZZDOiI:,(; oam 40MVA 132/33KV T/F-] 0] 0 0
ion, |[132KV Sis 0
Pantnagar |Rudrapur 40MVA 132/33KV T/F-1I 0] o
20MVA 132/33KV T/E-III 0| o0 0
40MVA 132/33KV T/F-1 0] 1 1
:(?::,Ya SIS [20MVA 132/33KV T/ 0 | 1 1
40MVA 132/33KV T/F-II| 0| 2 2
220KV S/s SOMVA 220/33KV T/F-1 0 0 0
Jafarpur 50MVA 220/33KV T/F-1l 0| o 0
132KV Sis [40MVA 132/33KV T/F-| 0] o 0
132KVOBM |{Sitarganj 40MVA 132/33KV T/F-II 0] 0 o
5 [Division  [132KVSIs  |40MVA 132/33KV T/ 0| o 0
Sitarganj |ELDECO A0MVA 132/33KV TiF-1l 0 1 1
Sitarganj 4DMVA 132/33KV T/E-II| 0] o 0
100MVA 220/132KVT/F-1 | 0 | 0 0
100MVA 220/132KVT/F-I1 | 0 | © o
:i?fx ;’f A0MVA 132/33KV TIF-] oo 0
220KV 0&M 40MVA 132/33KV T/F-1] 0] o0 0
6 |Division, AOMVA 132/33KV T/IF-1I| 0o 0
Haldwani |132KV Sis  [40MVA 132/33KV T/F-| 0 | 1 1
Kathgodam  [40MVA 132/33KV T/F-I| 0] o0 0
20MVA 132/33KV T/F-1 0| 0 0
g‘:&’aﬁ’s 3x5MVA 132/33KV T/F-1I 0o 4
20MVA 132/33KV T/F-Il 0 0 o
132KV SIs | 20MVA 132/33KV TIE-1] 0| 1 1
Almora  [20MVA 132/33KV TIF-1II 0| 0 0
3x5MVA 132/33KV T/F-] 0] 0 a
132KV SIs  [3x5MVA 132/33KV T/E)] 0] 0 0
132KV O&M|Pithoragarh  [20MVA 132/33KY T/l 0 0 0
7 | Division, 20MVA 132/33KV TIFII 0| o0 0
Almora 15MVA 132/33KV T/F-1 K 1
;Ziﬁi’s T5MVA 132/33KV TIFN 0 | 1 1
20MVA 132/33KV T/F 0] 0 0
132KV S/s 3X7MVA 132/33KV T/F-1 0 0 0
Bageshwar  (3x7MVA 132/33KV T/F-II 0| 0 0
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